Thermal environment (TE) in livestock production systems effects the animal's thermal comfort, feed efficiency, and the producer's operating costs. Accurate assessment of the radiative component of TE requires Mean Radiant Temperature (t mr ) measurement with a Black Globe Thermometer (BGT); however, these devices are cost prohibitive (if multiple are needed), have limited commercial availability, and lack confidence for a range of conditions commonly found in a swine facility. The objectives were to design, construct and commission a novel and well-documented TE simulation system named Animal Thermal Environment Replication and Measurement System (AThERMS). Simulations of different combinations of dry-bulb temperature, relative humidity, and airspeeds while independently controlling chamber surface temperature (t s ) can be evaluated. AThERMS is a 1.04 x 1.17 x 1.04 m chamber inside a large Insulated Enclosure (IE) where air supplied by an air handling unit provides unique TEs to both AThERMS and the IE. Commissioning of AThERMS prior to BGT assessment included a qualitative (smoke visualization) and quantitative (three-dimensional traverse and CFD model) velocity characterization in the central region of the chamber and verification of similar and stable t s for all six surfaces. Analysis of velocity contours sliced in different x, y, z planes surrounding the BGT at three nominal flowrates indicated steady patterns and helped guide placement of the airspeed sensor used to derive the impact of convection on measured BGT temperature. Results also showed at three nominal t s (13°C, 23°C, and 33°C), during a 2 h steady state operation, that maximum mean difference between any two t s measured by six digital IR sensors was 0.26°C with standard deviations less than 0.11°C. Determination of the time constant (t) for cooling and heating the surfaces showed the time to reach steady-state (3t, ~95%) to be 85.4 and 42 min, respectively. AThERMS can be used to simulate different TEs a housed animal may experience and function as a reference to calibrate or verify TE measurements. 
Introduction
Supply and control of the optimum Thermal Environment (TE) inside livestock buildings is needed to address future food security demands without neglect of environmental impact. Thermal environment influences animal well-being, growth performance, feed conversion efficiency, and places the animal at risk for adverse health effects (Boon & Wray, 1989; DeShazer & Yen, 2009; Gentry, McGlone, Miller, & Blanton, 2004; Hillman, 2009; Mount, 1975; Randall, 1993; Straw, Zimmerman, D'Allaire, & Taylor, 1999) . In addition, about 25% of the total energy used in conventional swine production systems (farrow to finish) is attributed to building operation (Lammers et al., 2012) . Spatial and temporal distribution of TE varies considerably inside buildings (Bjerg, Svidt, Zhang, & Morsing, 2000; Jerez, Wang, & Zhang, 2014; Wang, Zhang, Sun, & Wang, 2008; Zhang, Barber, & Ogilvie, 1988) and requires accurate quantification, such that the most effective management strategies and building design can be implemented.
Thermal environment describes the parameters that influence heat exchange (i.e., convective, conductive, radiative, and evaporative) between an animal and its surroundings (ASHRAE, 2013; Curtis, 1983; DeShazer, 2009) . Measureable parameters of TE include dry-bulb temperature (tdb), relative humidity (RH), airspeed, and mean radiant temperature (tmr). Dry-bulb temperature is often the main parameter used to describe and control TE; however, it exclusively impacts convective heat loss. While RH indirectly effects latent heat loss, it does quantify the relation between water vapor pressure (directly drives latent heat exchange) and saturation vapor pressure. Airspeed influences convective heat transfer and can substantially increase heat loss (beneficial in a hot tdb; negative in a cold tdb). Lastly, tmr is the uniform temperature of the surroundings in which radiant heat transfer from the animal's surface equals that in the actual surroundings. Due to the difficulty to instrument, potentially complex computation, and relative unknown conclusions from the data determining tmr is often neglected livestock facilities; despite, Bond et al. (1952) , Mount (1967) , Mount (1964) , and Beckett (1965) having showed radiative heat losses to be a substantial source of heat loss from swine.
The net exchange of diffuse thermal radiation between two objects is determined by the radiation flux of each object and the shape (view or angle) factor between the objects. Shape factors describe the fraction of thermal radiation departing one object incident on another object (ASHRAE, 2013). Calculation of shape factors can be computationally intensive for complex environments (Alfano, Dell'Isola, Palella, Riccio, & Russi, 2013) , but for basic geometries, many derivations exist; thus, direct measurement of tmr is preferred. Often, tmr is measured by the Black-Globe Thermometer (BGT; Bedford & Warner, 1934) . Developed by Vernon (1932) , the BGT is simply a hollow sphere painted flat (matte) black with a tdb sensor at the center. The standard BGT is a 0.15 m (6 in.) diameter copper sphere with thin walls with a response time between 20 and 30 min (Hellon & Crockford, 1959) . Albeit, a BGT can be any diameter, the standard may be impractical for some applications; however, as diameter decreases, airspeed and tdb have greater impact on the measured temperature (Bond & Kelly, 1955; Kuehn, Stubbs, & Weaver, 1970) . ISO 7726 standard (ISO 7726, 2001 ) describes calculation of tmr in moderate TEs for several sphere diameters. Valid ranges of airspeed and tdb ranges are not specified and inclusion of combined uncertainty in globe temperature (tg) measurement is neglected.
Standard BGTs have been implemented in indoor and outdoor human thermal comfort assessments (Fanger & others, 1970; Gagge, Fobelets, & Berglund, 1986; Thorsson, Lindberg, Eliasson, & Holmer, 2007) and for livestock heat stress studies (Blackshaw & Blackshaw, 1994; Bond, Kelly, Garrett, & Hahn, 1961; Nienaber, Hahn, & Eigenberg, 1999; Purswell & Davis, 2008) . Smaller globes were theoretically analyzed (Hey, 1968) , but lacked experiment evaluation. Graves (1974) simulated numerous TEs and found smaller diameter BGTs to be valid for a range of TE conditions. Other approaches included using ping-pong balls as spheres (De Dear, 1987; Pereira, Bond, & Morrison, 1967) , while Hetem, Maloney, Fuller, Meyer, & Mitchell (2007) developed and corrected a miniglobe temperature to the standard diameter tg in a custom calibration chamber capable of simulating different TEs for use on ungulates. Custom experimental systems have also been developed to study asymmetric radiant temperatures (Fontana, 2010) .
The standard BGT is too large and expensive (especially if multiple are needed) to evaluate TE spatial and temporal distributions in swine barns. Further, with the lack of confident data for the effects of convection for smaller diameter spheres, the valid ranges of these equations, and BGT calibration procedures, a novel calibration system named Animal Thermal Environment Replication and Measurement System (AThERMS) was developed and commissioned to calibrate BGTs. To achieve these goals, the objectives were:
1. Design and construct a novel system capable of generating and controlling a range of TE conditions, 2. Perform functional performance testing on surface temperatures and airspeed, and 3. Determine time constant to heat and cool the surfaces.
Materials and Methods

Chamber Design and Construction
Animal Thermal Environment Replication and Measurement System (AThERMS; figure 1 ; figure 2; figure 3) was designed to calibrate BGTs (or any other TE sensor) by simulating different radiative, convective, and evaporative TEs a housed animal may experience. Different tdb, RH, and airspeeds were allowed to be simulated at the center of a large chamber constructed of 0.7 mm (0.0276 in.) thick sheet metal painted gloss white (assumed emissivity of 0.92) to replicate a "grey" body. Interior dimensions (L x W x H; figure 3) were 1.04 x 1.17 x 1.04 m (41 x 46 x 41 in.). All six sides of the chamber (>90% area in thermal radiation exchange with the BGT) were maintained at the same surface temperature (ts). The inlet featured a 0.15 m (6 in.) diameter opening with a 4.77 mm (0.188 in.) perforated hole diameter diffuser, to straighten the flow and increase the surface area of the wall (as opposed to leaving the inlet open). The outlet consisted of a 0.20 m (8 in.) diameter opening, with 6.35 mm (0.25 in.) hole perforated hole diameter diffuser mounted in the center of the wall opposite the inlet (figure 1). The inlet and outlet were sealed with weather stripping and the interior of the chamber was sealed with silicone. An access door (figure 2), sealed with weather stripping, was cut on the inlet side to allow entrance. AThERMS was placed in a large Insulated Enclosure (IE; figure 1 
Thermal Environment Performance Testing
Upon completion of AThERMS and IE construction, but prior to initiating BGT calibration, AThERMS performance was verified to provide a consistent and stable TE.
Airspeed
Flow through AThERMS was visualized using smoke (S102, Regin HVAC Products, Inc., Oxford, CT, USA) injected into the supply duct and recorded with a small video camera. Light sources were placed on the bottom of the chamber and black background was added opposite of the camera to aid in visualization of the flow patterns.
Three nominal supply flowrates: (i) low, (ii) medium, and (iii) high, controlled by the actuated damper (figure 1; figure 2), were used to evaluate airspeeds (commonly found in swine facilities) and Turbulent Intensity (TI) in the central region (figure 4a) of AThERMS. A three-dimensional traverse (figure 4) was conducted using a hot-wire anemometer (Model 8455, TSI Inc., Shoreview, MN, USA) across an 0.25 x 0.25 x 0.20 m (10 x 10 x 8 in.)
volume. Three 12 VDC linear actuators (HDA10-2 and HDA8-2, Robotzone LLC., Winfield, KS, USA) moved the anemometer in the x, y, and z directions (figure 4b), and ~243 measurement locations were randomly tested. Velocity was assumed only in the y-direction (figure 4a) based on smoke visualization. Position of anemometer relative to center of the chamber was determined by calibrating actuator displacement against the analog response (from an internal 10kΩ potentiometer) and measuring the offset for the side and bottom surfaces. Six airspeeds per measurement location were sampled every second from the anemometer, which internally calculates the average every 50 ms. Average velocity at each measurement location was used to determine TI and construct a three-dimensional velocity profile using three-dimensional linear interpolation of a 5 mm (0.2 in.) mesh grid (Matlab, 2015) . All tests were conducted at a constant tdb,in (20°C) and RHin (50%). 
A Computational Fluid Dynamics (CFD) model was developed to compare with two aforementioned flow visualization methods. AThERMS was initially modeled (Inventor, 2015) to scale and imported into Fluent (2015).
To decrease computation time and complexity, the outlet perforated plate was simplified by using larger holes. A k-ε RNG with standard wall functions viscous model was used with absolute velocity formation and a pressurebased solver. Boundary Conditions (BCs) were specified at 0.762 m (3 in.) upstream of the inlet and 0.762 m (3 in.) downstream of the outlet of AThERMS. Inlet BCs consisted of velocity, pressure, and turbulence, which were measured during traverse testing. Outlet BCs contained pressure and turbulence, also verified during traverse testing. Pressure-velocity coupling was solved using the SIMPLE algorithm.
Surface and Dry-Bulb Temperature
A stable and evenly distributed ts on each of the six sides of AThERMS was verified using six digital infrared (IR) temperature sensors (MLX90614, Melexis NV, Leper, Belgium) each mounted to a surface of a small cube (figure 5a) suspended in the center of AThERMS (figure 5b) and set to record ts every 6 s (Uno R3, Arduino Inc., Italy). IR cube placement was verified to not impact ts prior to testing by placing the IR cube in the center of AThERMS. The IR sensors were calibrated by the manufacturer with an emissivity of 1.0, which was assumed to match the emissivity of the painted surfaces in AThERMS. Mean IR ts was analyzed during the steady-state phase for nominal AHU supply set points (tdb,in): (i) 13°C (55.4°F), (ii) 23°C (73.4°F), (iii), 33°C (91.4°F). An uncertainty analysis (table 1) was performed for the IR sensor to establish the confidence in ts. Standard uncertainties obtained from the Type B evaluation were much greater than the Type A evaluation (i.e., standard error); thus, standard error was neglected but still identified to emphasize its importance (table 1).
Ambient temperature stability was confirmed by using a tdb sensor (NTCLE413E2 thermistor, Vishay Intertechnology Inc., Malvern, PA, USA) located near the center of AThERMS. A datalogger (Micro, Arduino LLC, Italy) sampled tdb every 2 s and was recorded with custom developed software (Python 2.7). A nonlinear least squares regression (Matlab, 2015) of mean ts (i.e., all six sides averaged) versus elapsed time was performed to determine the time constant (τ, ~63%) for heating and cooling the system. The time constants served as a metric to determine the time to reach steady-state. The time to reach steady-state was estimated by 3τ (~95% of the steady-state value), assuming first-order system behavior (equation 1). 2 Expanded uncertainty 0.58 [1] indicated ts can lie with equal probability anywhere in the interval ts -0.005 to ts + 0.005 [2] range: 0°C to 50°C [3] SMBus protocol resolution, indicated ts can lie with equal probability anywhere in the interval ts -0.01 to ts + 0.01 [4] approximately 95% confidence interval and infinite degrees of freedom
Results and Discussion
Chamber Performance Testing
Airspeed
Flow visualization with smoke and the CFD model confirmed the magnitude of velocity to be predominately in the y-direction (figure 6). Although some smoke swirls in the center of AThERMS, a steady jet forms in the ydirection. In addition, flow pattern formation and distribution shown by the smoke was similar to the CFD model (figure 6d). As air entered AThERMS, it forms a jet that carries through to the outlet (figure 6a). Some air collides with the outlet wall and recirculates back contribute to forming the jet (figure 6b).
Each of the three nominal supply flowrates tested (low, medium, high), showed consistent velocity profiles in the central region of AThERMS (figure 7). Simulations showed flow patterns similar to the CFD model; however, the magnitude of the velocity differed slightly. More work is needed to further develop the CFD model and to ensure the BCs are representative of the experimental BCs.
These results aided in determining possible locations of the omnidirectional airspeed sensor (accompanies BGT) that accurately reflects the typical convective environment experienced by the BGT. The omnidirectional airspeed sensor must not impact tmr measurement or measure airspeed in the boundary region around the sphere. The optimum location is the best estimate of the "free stream" airspeed passing the ball. Albeit, control of and uniform flow patterns are not possible in the end application of this instrument (i.e., swine facilities). The sources of forced convection in swine barns (e.g., fans or open curtains) do create large regions of similar airspeeds such that precise measurement is not required but is desired during BGT calibration. Based on the observed velocity patterns from both the traverse and CFD model, the omnidirectional airspeed sensor should be placed near the side of the BGT. 
Surface and Dry-Bulb Temperature
All six interior surfaces of AThERMS were found to provide uniform and stable surface temperatures (ts) at the three nominal supply air temperatures (tdb,in) tested (figure 8; table 2) . At 23°C tdb,in (figure 8b), mean ts was very similar to mean tdb,in (supplied to both AThERMS and IE), while for the 13°C (figure 8a) and 33°C (figure 8c) tdb,in, mean ts was higher and lower than the tdb,in, respectively. This difference was most likely attributed to heat loss through the uninsulated supply ducts and the IE. Ambient dry-bulb temperature of the room housing the IE and AThERMS was approximately 22°C and flow to AThERMS was about 0.0064 m 3 s -1 (13.5 CFM) while the remaining flow went to the IE (increases heat losses through the supply ducts). This explanation also rationalizes the difference between tdb,in and tdb,IE. At 23°C, mean ts was very similar to mean temperature inside AThERMS (tdb,bgt), while at 13°C and 33°C, mean ts was lower and higher than the tdb,bgt, respectively. Albeit, this difference is not statistically significant based on the standard uncertainties of the two measurement sensors and data acquisition systems. A possible explanation may be due to a slight difference in assumed emissivity of the digital IR sensor and the actual emissivity of the white surface or the influence of temperature on the digital IR sensor measurement. Further, these results simplify the thermal radiation network from seven nodes (six surfaces plus the BGT) to a trivial two-node problem, since all six ts are equal there is not thermal radiation exchange. This corroborates the theoretical assumption of the "large enclosure" scenario, where the surroundings are a uniform temperature.
A stable temperature inside AThERMS (tdb,bgt) was observed for each of the three nominal AHU set points (table 2) indicating consistent input of tdb into determining convective heat transfer coefficients for the BGT. Low fluctuations in tdb,in from the AHU considerably aided in maintaining stable ts and tdb,bgt. ) were greater than 0.97 for each regression (figure 9). The Root Mean Square Error (RMSE) provided an estimate of the overall uncertainty over the regression. Heating caused the system to reach steadystate faster compared with cooling, due to the equipment in the AHU. Sensible heat was directly transferred to the air by five looped coils, whereas for cooling, air passes through an evaporative cooling spray chamber. Time to reach steady-state was used to improve experimental and operational protocols when the BGT or any other sensor were inside the AThERMS. The overall goal of AThERMS is to calibrate and validate a single device that contains several TE sensors that will be used to assess the functional performance of all the components impacting the spatial and temporal TE distribution in a swine facility (e.g., ventilation, supplemental heating, building envelope, inlets, etc.). This information will be used to identify uneven or poor TEs in Animal Occupied Zone (AOZs), in which suggestions for improving the TE can be generated.
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